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Carpenter-02 Room C-136, Combination Sink, Glass Filler C 10:53 AM 5 ND³ N First Draw, Filtered. 

Carpenter-05 Room C-141, Combination Sink, Glass Filler C 10:57 AM 5 ND N First Draw, Filtered. 

Carpenter-11 Room C-122, Combination Sink, Glass Filler C 10:22 AM 5 ND N First Draw, Filtered. 

Carpenter-13 Room C-110, Combination Sink, Glass Filler C 10:42 AM 5 ND N First Draw, Filtered. 

Carpenter-20 Room C-118, Combination Sink, Glass Filler C 10:31 AM 5 ND N First Draw, Filtered. 

Carpenter-27 Room C-117, Combination Sink, Glass Filler C 10:35 AM 5 ND N First Draw, Filtered. 

Carpenter-36
Kitchen, 2-Compartment Sink, Add On 
Faucet, Far Right Faucet, Kitchen Faucet 

KF 10:16 AM 5 ND Y First Draw, Filtered. 

Carpenter-48
Hallway, Across from Room C-136, 
Hydration Station, Bottle Fill  

HS 10:47 AM 5 ND Y First Draw, Filtered. 

Carpenter-53
Hallway, Outside Room C-119, Hydration 
Station, Bottle Fill

HS 10:28 AM 5 ND Y First Draw, Filtered. 

Carpenter Elementary School

Date of Sampling:  March 5, 2022
Sampler:  Zac Fortin

Action Level >5ppb
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